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REVISIONS TO DEFINITIONS TO 310 CMR 7.00 PRIVATE 

COMMENCE OPERATION, as used in 310 CMR 7.24(6), means that point at which a motor vehicle fuel dispensing facility or tank truck, where a Stage II system has been installed or substantially modified, begins dispensing motor vehicle fuel for the purpose said facility or tank truck is intended. 

EMERGENCY SITUATION, as used in 310 CMR 7.24(6), means a situation in which a local, state, or federal official has declared a "state of emergency," or during fire fighting activities.

EXECUTIVE ORDER, as used in 310 CMR 7.24(6), means a certification document, including but not limited to, applicable exhibits, manufacturer guidance documents and manufacturer advisory correspondence or mail outs as issued or approved by the California Air Resources Board, in accordance with the applicable certification procedures (Title 17 of the California Code of Regulations, section 94011, as amended April 12, 1996) and adopted by the Department of Environmental Protection in 310 CMR 7.24(6)(g) in accordance with Chapter 30A.

SUBSTANTIAL MODIFICATION, as used in 310 CMR 7.24(6), means the installation, repair, replacement or reconditioning of a motor vehicle fuel distribution system or the repair or replacement of a Stage II vapor collection and control system or part thereof, excluding routine maintenance in accordance with the terms and conditions of the Stage II system’s currently applicable Executive Order.

STAGE II SYSTEM means a vapor collection and control system specifically designed for the purpose of controlling vapors during the direct dispensing of motor vehicle fuel to a motor vehicle and which was issued an Executive Order by the California Air Resources Board approving the system for use. 

VACUUM ASSIST SYSTEM means a Stage II system utilizing a pump, blower, or other vacuum inducing device, to collect and, or, process vapors during the dispensing of motor vehicle fuel.

VAPOR BALANCE SYSTEM means a Stage II system utilizing direct displacement to collect and, or, process vapors during the dispensing of motor vehicle fuel.
310 CMR 7.24(6) U DISPENSING OF MOTOR VEHICLE FUEL.
(a) 
Applicability and Installation Requirements

1.
Any person who owns, leases, operates or controls a motor vehicle fuel dispensing facility constructed or substantially modified after November 1, 1989 shall install, prior to commencing operation, a Stage II system in accordance with the terms and conditions of the system's currently applicable Executive Order.


2.
Any person who owns, leases, operates or controls a motor vehicle fuel dispensing facility constructed before November 1, 1989, that has not been substantially modified since November 1, 1989 shall install a Stage II system in accordance with the terms and conditions of the system's currently applicable Executive Order, in accordance with the following schedule:



a.
by April 1, 1991 where the annual (calendar  year) throughput of the motor vehicle fuel dispensing facility is greater than or equal to 1,000,000 gallons of motor vehicle fuel; or



b.
by April 1, 1992 where the annual (calendar year) throughput of the motor vehicle fuel dispensing facility is less than 1,000,000 gallons but greater than or equal to 500,000 gallons of motor vehicle fuel; or



c.
by April 1, 1993 where the annual (calendar year) throughput of the motor vehicle fuel dispensing facility is less than 500,000 gallons per year but is greater than or equal to 20,000 gallons in any one calendar month; or



d.
by April 1, 1994, or 90 days after dispensing 10,000 gallons or more in any calendar month, whichever is later, for all other motor vehicle fuel dispensing facilities.


3.
Any person who owns, leases, operates or controls a motor vehicle fuel dispensing facility constructed before November 1, 1989, which has not been substantially modified since November 1, 1989 and which has not dispensed greater than 10,000 gallons of motor vehicle fuel in any one calendar month since January 1, 1988 shall maintain, on site at the facility, monthly records of the total number of gallons of motor vehicle fuel dispensed at said facility for the most recent rolling five year period. 

4.
Any person who owns, leases, operates or controls a tank truck engaged in the direct dispensing of motor vehicle fuel to a motor vehicle or portable container shall install, by September 1, 1995 or prior to commencing operation, whichever is later, a Stage II system that meets the terms and conditions of the system's currently applicable Executive Order. Tank trucks dispensing motor vehicle fuel to emergency motor vehicles or portable containers during fire fighting activities or a declared emergency situation are exempt from the requirements of 310 CMR 7.24(6).


5.
Any person subject to 310 CMR 7.24(6) shall conspicuously post Stage II system operating instructions on both sides of all motor vehicle fuel dispensers or at a position adjacent to the dispensers which is clearly visible to the system operator during the refueling process. Such instructions shall include:



a.
a clear pictorial or written description of how to correctly dispense motor vehicle fuel using the installed Stage II system;



b.
a warning not to continue dispensing motor vehicle fuel ("topping-off") after automatic system shutoff has engaged; and



c.
the telephone number of the Department's Stage II Consumer Hotline.


6.
Stationary motor vehicle fuel storage tanks of less than 550 gallons capacity used exclusively for the fueling of implements of husbandry, provided the fuel storage tanks are equipped with submerged fill pipes, are exempt from the requirements of 310 CMR 7.24(6).

(b)
Operation and Maintenance Requirements

1.
Any person subject to 310 CMR 7.24(6) shall comply with the following operation and maintenance requirements.



a.
Operate and maintain the installed Stage II system in accordance with the terms and conditions of the system's currently applicable Executive Order.

b.
Take such actions as necessary to comply with the applicable terms and conditions of any new or modified Executive Order upon Department revision of 310 CMR 7.24(6) to incorporate such new or modified Executive Order. Such actions shall be taken either:

i. during applicable routine maintenance;

ii.
upon substantial modification of the Stage II system; or 

iii.
within four years, whichever occurs first. 



c.
Perform a weekly visual inspection of the Stage II system components to determine if such components are installed, functioning and unbroken in accordance with the terms and conditions of the system’s currently applicable Executive Order. Each visual inspection shall include, but not be limited to, inspection of: nozzle boots and splash/vapor guards; hoses; hose retractors, coaxial adaptors, dry breaks, fill caps and gaskets, vapor recovery caps and gaskets, spill containment boxes and drain valves.



d.
Upon determining that a Stage II system component is incorrectly installed, nonfunctioning or broken, immediately remove said component from service, conspicuously post "Out of Order" signs on said component, and, within 14 days, re-install, repair or replace the component in accordance with the terms and conditions of the system's currently applicable Executive Order.

2.
A visual inspection of a Stage II system to meet the requirements of 310 CMR 7.24(6)(b)1.c. may be performed only by a person who is trained to operate and maintain the Stage II system in accordance with the terms and conditions of the system’s currently applicable Executive Order. Each person subject to 310 CMR 7.24(6) shall maintain a current record of all persons trained as per 310 CMR 7.24(6)(b)2. Such record shall be maintained on site or, for tank trucks, at the address from which the tank truck is principally operated, and shall include the following: i. the date training was last received; ii. the trainee’s printed name; and iii. the personal signature of the trainee acknowledging receipt of the training.


3.
Any person subject to 310 CMR 7.24(6) shall maintain all Stage II system maintenance records on site for the most recent rolling twelve month period. Such maintenance records for tank trucks shall be maintained at the address from which the tank truck is principally operated.

a.
Stage II system maintenance records shall be maintained in a log and shall include the following:

i.
the date of actual performance of each  visual inspection;

ii.
an itemization of all Stage II system components re-installed, repaired or replaced;

iii.
the signature of the person who performed each visual inspection;




iv.
the date and first result of each in-use compliance test, performed pursuant to 310 CMR 7.24(6)(c)2., 3. and 4. as applicable; and




v.
the date each in-use compliance test, performed pursuant to 310 CMR 7.24(6)(c)2., 3. and 4. as applicable, was performed and passed.

4.
All records maintained pursuant to 310 CMR 7.24(6)(b) shall be made available to the Department or the US EPA immediately upon the request of either. In the event requested records cannot be made immediately available, requested records shall be delivered to the Department or the US EPA, as applicable, within 24 hours of the initial request.

(c)
Compliance Testing and Certification Requirements

1.
Installation Compliance Certification. Any person subject to 310 CMR 7.24(6) who installs or makes a substantial modification to a Stage II system after January 1, 2001, prior to commencing operation, shall perform and pass installation compliance tests pursuant to 310 CMR 7.24(6)(c)1.b. and submit to the Department a fully completed and signed Installation Compliance Certification, on a form obtained from the Department, attesting to the following:



a.
the installed or substantially modified Stage II system is installed or substantially modified in compliance with 310 CMR 7.24(6)(a);



b.
the following installation compliance tests, as applicable, were performed in accordance with 310 CMR 7.24(6)(c)6.:




i. 
Vapor balance systems: Pressure Decay Test and Dynamic Pressure/Liquid Blockage Test;




ii.
Vacuum assist systems: Pressure Decay Test, Air-to-Liquid Ratio Test and Dynamic Pressure/ Liquid Blockage Test; or

iii.
Alternative installation compliance tests that both are specified in the terms and conditions of the installed system's currently applicable Executive Order and are approved by the Department in program guidance issued prior to performance of the alternative tests; and 



c.
the applicable installation compliance tests were performed and were passed not more than 30 days prior to the date postmarked on the envelope used to submit the certification to the Department.


2.
Vacuum Assist 120 Day In-Use Compliance Certification. Any person subject to 310 CMR 7.24(6) who installs or makes a substantial modification to a vacuum assist Stage II system after January 1, 2001 shall perform in-use compliance tests pursuant to 310 CMR 7.24(6)(c)2.b. and shall submit to the Department, not more than 120 days after the date postmarked on the envelope used to submit to the Department the certification required by 310 CMR 7.24(6)(c)1. or the date the facility commenced operation, whichever occurs first, a fully completed and signed In-Use Compliance Certification, on a form obtained from the Department, attesting to the following:



a.
the installed vacuum assist Stage II system is operated and maintained in accordance with 310 CMR 7.24(6)(b);



b.
the following in-use compliance tests were performed in accordance with 310 CMR 7.24(6)(c)6.:




i.
Air-to-Liquid Ratio Test;  




ii.
Pressure Decay Test; or




iii.
Alternative in-use compliance tests that both are specified in the terms and conditions of the installed system's currently applicable Executive Order and are approved by the Department in program guidance issued prior to performance of the alternative tests; and 

c.
the in-use compliance tests were performed and were passed between 90 and 120 days after the date postmarked on the envelope used to submit to the Department the Installation Compliance certification required by 310 CMR 7.24(6)(c)1.

3.
Annual In-Use Compliance Certification.
Except as provided in 7.24(6)(c)4., any person subject to 310 CMR 7.24(6) shall perform in-use compliance tests pursuant to 310 CMR 7.24(6)(c)3.b. and shall annually submit to the Department a fully completed and signed In-Use Compliance Certification, on a form obtained from the Department, attesting to the following:

a.
the installed Stage II system is operated and maintained in accordance with 310 CMR 7.24(6)(b);

b.
the following in-use compliance tests, as applicable, were performed in accordance with 310 CMR 7.24(6)(c)6.:

i. 
Vapor balance systems.

Annual in-use compliance test: Pressure Decay Test.

Every-third-year in-use compliance test: Dynamic Pressure/Liquid Blockage Test;

ii.
Vacuum assist systems.

Annual in-use compliance tests: Pressure Decay Test; and Air-to-Liquid Ratio Test.

Every-third-year in-use compliance test: Dynamic Pressure/Liquid Blockage Test; or

iii.
Alternative in-use compliance tests that both are specified in the terms and conditions of the installed system's currently applicable Executive Order and are approved by the Department in program guidance issued prior to performance of the alternative tests; and

c.
The applicable in-use compliance tests were performed and were passed not more than 30 days prior to the date postmarked on the envelope used to submit the certification to the Department. 

4.
Alternative Annual In-Use Compliance Certification. Any person subject to 310 CMR 7.24(6) who submits two consecutive years’ Annual In-Use Compliance Certifications pursuant to 310 CMR 7.24(6)(c) 3. in which all applicable in-use compliance tests were passed on the first try, as certified to in 7.24(6)(e)7., may elect to submit annually to the Department a fully completed and signed Alternative In-Use Compliance Certification, attesting to the following:

a.
the installed Stage II system is correctly operated and maintained in accordance with 310 CMR 7.24(6)(b);


b.
the following in-use compliance tests, as applicable, were performed in accordance with 310 CMR 7.24(6)(c)6. (The tests must only be performed on an every other year basis with the first tests being conducted the second year following the submittal of two consecutive years’ passing test results as described in 310 CMR 7.24(6)(c)3. and (6)(e)7):

i. 
Vapor balance systems: Pressure Decay Test and Dynamic Pressure/Liquid Blockage Test.

ii. Vacuum assist systems: Pressure Decay Test; Air-to-Liquid Ratio Test; and Dynamic Pressure/Liquid Blockage Test; or

iii.
Alternative in-use compliance tests that both are specified in the terms and conditions of the installed system's currently applicable Executive Order and are approved by the Department in program guidance issued prior to performance of the alternative tests; and

c.
The applicable in-use compliance tests were performed and were passed not more than 30 days prior to the date postmarked on the envelope used to submit the certification to the Department.

d.
Any person certifying pursuant to 310 CMR 7.24(6)(c) 4., who fails to pass a required in-use compliance certification on the first try, as shown on the certification form submitted by the testing company pursuant to 310 CMR 7.24(6)(e)7, shall be required to certify according to the requirements of 310 CMR 7.24(6)(c) 3., until such time as the person meets the requirements in 310 CMR 7.24(6)(c) 4.

5.
Annual In-Use Compliance Certification Submittal Requirements. The annual submittal date for certifications required pursuant to 310 CMR 7.24(6)(c)3. and 4., is no later than:

a.
For persons subject to 310 CMR 7.24(6) who install or make a substantial modification to a Stage II system on or after January 1, 2001, the anniversary of the date postmarked on the envelope used to submit to the Department the Installation Compliance certification required by 310 CMR 7.24(6)(c)1. or the date the facility commenced operation, whichever occurs first; and 

b.
For all other persons subject to 310 CMR 7.24(6), May 1, 2002, or a date otherwise provided by the Department, whichever is earlier. Persons subject to 310 CMR 7.24(6)(c)5.b. who are provided an annual submittal date by the Department shall be notified by the Department of their first annual submittal date and required in-use compliance tests pursuant to 310 CMR 7.24(6)(c)3.b. no less than 90 days prior to the first annual submittal date established by the Department.

c.
Upon request of any person subject to 310 CMR 7.24(6), the Department may revise said person’s annual certification submittal date. Such revision shall set a revised annual submittal date that is no more than 12 months after the otherwise applicable submittal date.

6.
Compliance certification tests performed to meet the requirements of 310 CMR 7.24(6)(c) shall be performed only by a person or Stage II compliance testing company that has submitted to the Department a Stage II Compliance Testing Company Notification in accordance with 310 CMR 7.24(6)(e)1. 

7.
Failure To Pass A Required In-Use Compliance Test. Any person who owns, leases, operates or controls an installed Stage II system that fails one or more in-use compliance test(s) shall repair the system so that it meets the terms and conditions of the system's currently applicable Executive Order and shall re-test and pass the said in-use compliance test(s) within 14 days of the date the Stage II system failed said test(s). If the Stage II system is not repaired and does not pass the applicable in-use compliance test(s) within those 14 days, then the person shall stop dispensing motor vehicle fuel and shall conspicuously post "Out of Order" signs on all motor vehicle fuel dispensers. Dispensing of motor vehicle fuel shall not resume until the system is repaired and passes the applicable test(s) in accordance with 310 CMR 7.24(6)(c)3.


8.
Any certification submitted by a person subject to 310 CMR 7.24(6) pursuant to 310 CMR 7.24(6)(c) shall be signed by an individual who is a responsible official regarding the Stage II system, who shall attest to the following:

a.
I certify that I personally examined the foregoing and am familiar with the information contained in this document and all the attachments and that, based on my inquiry of those persons immediately responsible for obtaining the information, I believe that the information is true, accurate and complete. I am aware that there are significant penalties for submitting false information, including possible fines and imprisonment;

b.
that systems to maintain compliance are in place at the facility or, if applicable, at the location from which the tank truck is principally operated and will be maintained for the coming year even if the processes or operating procedures are changed over the course of the year; and

c.
I am fully authorized to make this attestation on behalf of this facility or tank truck, as applicable.

9.
Any person immediately responsible for obtaining information referenced in 310 CMR 7.24(6)(c) 8. a., who knowingly and willfully makes false, inaccurate, incomplete or misleading statements pursuant to  any certification or notification required under 310 CMR 7.24(6), may be in violation of 310 CMR 7.24(6). Not withstanding the previous sentence, any person subject to the requirements of 310 CMR 7.24(6), shall comply with all applicable provisions of 310 CMR 7.24(6).


10.
Any person subject to 310 CMR 7.24(6), upon written notice from the Department, shall perform such compliance tests as the Department determines necessary to demonstrate the Stage II system is installed and maintained in accordance with the terms and conditions of the system's currently applicable Executive Order and shall submit the results to the Department within 14 days of the performance of said tests.

(d)
Notification Requirements.

1.
Any person, upon entering into a purchase, lease or other contractual agreement by which said person becomes the owner, operator, lessee or controller of an existing motor vehicle fuel dispensing facility or tank truck subject to 310 CMR 7.24(6) shall submit to the Department, within 30 days of the effective date of becoming such an owner, operator, lessee or controller, a fully completed Stage II Change of Owner, Operator, Lessee or Controller Notification on a form obtained from the Department.

a.
The notification shall include the following:

i.
the name of the new Stage II system owner, operator, lessee or controller and related business documentation, including the name and address of the facility where the Stage II system is located or from which the tank truck is principally operated;

ii.
the date the change of owner, operator, lessee or controller occurred.

b.
Any notification shall be signed by the individual who is a responsible official for the new owner, operator, lessee or controller regarding the Stage II system, who shall attest to the following:

i.
I certify that I personally examined the foregoing and am familiar with the information contained in this document and all the attachments and that, based on my inquiry of those persons immediately responsible for obtaining the information, I believe that the information is true, accurate and complete. I am aware that there are significant penalties for submitting false information, including possible fines and imprisonment;

ii.
I am fully authorized to make this attestation on behalf of this facility or tank truck, as applicable.

2.
Any person subject to the requirements of 310 CMR 7.24(6) who removes an existing motor vehicle fuel dispensing facility or tank truck from service and intends to terminate that person’s obligations under 310 CMR 7.24(6) regarding the facility or tank truck shall submit a fully completed and signed Stage II System Closure Certification to the Department, on a form obtained from the Department.

a.
The closure certification shall include the following:

i.
the name of the Stage II system owner, operator, lessee or controller and related business documentation, including the name and address of the facility where the Stage II system was located or from which the tank truck was principally operated;

ii.
the Stage II Facility Customer Code number for the applicable facility or tank truck; and

iii.
attestation that all motor vehicle fuel storage tanks or dispensers have been removed.

b.
Each closure certification shall be signed by an individual who is a responsible official regarding the Stage II system, who shall attest to the following:

i.
I certify that I personally examined the foregoing and am familiar with the information contained in this document and all the attachments and that, based on my inquiry of those persons immediately responsible for obtaining the information, I believe that the information is true, accurate and complete. I am aware that there are significant penalties for submitting false information, including possible fines and imprisonment;

ii.
I am fully authorized to make this attestation on behalf of this facility or tank truck, as applicable.

c.
A motor vehicle fuel dispensing facility or tank truck subject to the requirements of 310 CMR 7.24(6), where the motor vehicle fuel storage tank(s) or dispenser(s) have been removed, is no longer subject to 310 CMR 7.24(6) as of the date postmarked on the envelope used to submit the closure certification to the Department.

(e)
Compliance Testing Company Requirements

1.
On or after January 1, 2001, any person who owns, leases, operates or controls a company that performs Stage II compliance tests to meet the requirements of 310 CMR 7.24(6)(c) shall submit to the Department a fully completed Stage II Compliance Testing Company Notification, on a form obtained from the Department, prior to performing any required Stage II compliance test.

a.
the notification shall include the following:

i.
the name and business mailing address of the Stage II compliance testing company owner, operator, lessee or controller;




ii.
the name and address of any business that is engaged in the installation or substantial modification of Stage II systems and is owned, operated, leased or controlled by, or affiliated with the owner, operator, lessee or controller of the compliance testing company;

iii.
the name and address of any motor vehicle fuel dispensing facility or tank truck subject to 310 CMR 7.24(6) that is owned, operated, leased or controlled by, or affiliated with the owner, operator, lessee or controller of the compliance testing company;




iv.
the address and telephone number of the facility(ies) from which the daily compliance testing activities of the compliance testing company originate and at which any records required by 310 CMR 7.24(6)(e)9. are maintained; and




v.
a written description of the employee training systems in place at the compliance testing company to ensure required compliance tests are performed in accordance with applicable protocols and procedures, pursuant to 310 CMR 7.24(6)(e)5. and 6.

b.
each notification shall be signed by an individual who is a responsible official regarding the compliance testing company, who shall attest to the following:

i.
I certify that I personally examined the foregoing and am familiar with the information contained in this document and all the attachments and that, based on my inquiry of those persons immediately responsible for obtaining the information, I believe that the information is true, accurate and complete. I am aware that there are significant penalties for submitting false information, including possible fines and imprisonment;

ii.
Employee training systems are in place at the company to ensure Stage II compliance tests are performed in accordance with all applicable protocols and procedures and such training systems will be maintained for the coming year even if the protocols and procedures are changed over the course of the year; and

iii.
I am fully authorized to make this attestation on behalf of this Stage II Compliance Testing company.

2.
Any person subject to the requirements of 310 CMR 7.24(6)(d) shall notify the Department in writing of any change to the information submitted to the Department pursuant to 310 CMR 7.24(6)(e)1. within 14 days of the effective date of such change. Upon the Department’s written request, the person shall submit a fully revised and completed notification to the Department in accordance with the requirements of 310 CMR 7.24(6)(e)1. 

3.
No person subject to 310 CMR 7.24(6)(e) shall perform any Stage II compliance test unless said person has first been trained in accordance with the applicable compliance test protocols and procedures required pursuant to 310 CMR 7.24(6)(e)5. and 6.

4.
Any person subject to the requirements of 310 CMR 7.24(6)(e) shall submit, at least once every two weeks, a written list to the Department identifying all motor vehicle fuel dispensing facilities and tank trucks at which the company is scheduled to perform required Stage II compliance test(s) over the next 14 day period. 



a.
The list shall be organized by Department Region and date, and shall include the name and address of each facility or tank truck to be tested, the applicable section under 310 CMR 7.24(6)(c)1., 2., 3. or 4. the required compliance tests shall be performed, and the estimated time that the company expects to arrive at the facility location.



b.
The Department shall be notified, in writing, of any change of date of an individual facility's scheduled compliance tests no later than 9a.m. of the day the scheduled test(s) is to occur. Additions to a submitted compliance testing schedule shall be submitted to the Department, in writing, no less than two working days prior to the date of any scheduled test.



c.
Failure to comply with the notification requirements of 310 CMR 7.24(6)(e)2. may be a basis for the Department to determine that tests conducted after inadequate notice are invalid.


5.
Any person subject to 310 CMR 7.24(6)(e) shall perform compliance tests to meet the requirements of 310 CMR 7.24(6)(c) only upon confirmation that:



a.
all above ground Stage II system components including, but not limited to: dispensers; nozzles; swivels; hose retractors; hoses; breakaways; vapor check valves; and the pressure/vacuum valve(s) are installed as required and are the correct components in accordance with the terms and conditions of the system's currently applicable Executive Order; and



b.
all motor vehicle fuel dispensing facilities with two or more motor vehicle fuel storage tanks are properly manifolded in accordance with the terms and conditions of the system’s currently applicable Executive Order.


6.
Any person subject to 310 CMR 7.24(6)(e), shall perform Stage II compliance tests to meet the requirements of 310 CMR 7.24(6) only in accordance with the applicable California Air Resources Board test procedures cited below, subject to the exceptions as cited:

a.
Pressure Decay Test (TP-201.3A).  The following exceptions shall be made from test procedure TP-201.3A:

i.
pressure decay tests shall be conducted at 5.8oz/in2 or 10 inches of water column; and

ii.
P/V relief vents shall be tested to be within .29oz/in2 or 0.5 inches of water column of the designed pressure and within 1.2oz/in2 or 2.0 inches of water column of the vacuum settings.



b. Air-to-Liquid Volume Ratio Test (TP-201.5).



c. Dynamic Pressure/Liquid Blockage Test (TP-201.4).



d. Other applicable compliance test(s)that are both approved by the California Air Resources Board and approved by the Department in program guidance issued prior to their use.


7.
Any person subject to 310 CMR 7.24(6)(e) shall certify to the Department that each compliance test performed to meet the requirements of 310 CMR 7.24(6)(c) was performed in accordance with 310 CMR 7.24(6)(e) 5. and 6. The required certification shall be submitted on the applicable Stage II Installation Certification or In-Use Compliance Certification submitted pursuant to 310 CMR 7.24(6)(c), as applicable. The required certification shall include:


a.
the date each compliance test was first performed and the result; and

b.
the date each compliance test was performed and passed.


8.
Each certification submitted pursuant to 310 CMR 7.24(6)(e)7. shall be fully completed and signed by an individual who is a responsible official regarding the compliance testing company, who shall attest to the following:



a.
I certify that I personally examined the foregoing and am familiar with the information contained in this document and all the attachments and that, based on my inquiry of those persons immediately responsible for obtaining the information, I believe that the information is true, accurate and complete. I am aware that there are significant penalties for submitting false information, including possible fines and imprisonment; and



b.
I am fully authorized to make this attestation on behalf of this Stage II Compliance Testing company.


9.
Any person subject to 310 CMR 7.24(6)(e) shall maintain the following records on site, for a minimum of five years, at the location(s) referenced on the form submitted pursuant to 310 CMR 7.24(6)(e)1.a.iv:


a.
A complete set of records of compliance tests performed to meet the requirements of 310 CMR 7.24(6)(c). Such records shall include, by facility address:

i.
the date and first result for each required test performed; 

ii.
the date each test was performed and passed; and

iii.
an itemized list of all Stage II system components re-installed, repaired or replaced as necessary for the system to pass the applicable test(s).


b.
A current record of all persons or employees trained in accordance with 310 CMR 7.24(6)(e)3. Such record shall include the following: i. the date training was received; ii. the person or employee’s printed name; and iii. the personal signature of the person or employee acknowledging receipt of required training.


10. 
All records maintained pursuant to 310 CMR 7.24(6)(e)9. shall be made available to the Department or the US EPA immediately upon the request of either.

(f)
Violations of 310 CMR 7.24(6)

1.
For any person subject to 310 CMR 7.24(6) it shall be a violation of 310 CMR 7.24(6) to:

a.
fail to submit any certification or notification required pursuant to 310 CMR 7.24(6) as applicable;

b.
make any false, inaccurate, incomplete or misleading statements in any certification or notification required pursuant to 310 CMR 7.24(6);

c.
make any false, inaccurate, incomplete or misleading statements in any record, report, plan, file, log or register which said person is required to keep pursuant to 310 CMR 7.24(6);

d.
hold themselves out as a responsible official in violation of the applicable requirements pursuant to 310 CMR 7.24(6);

e.
fail to comply with any applicable standards imposed under 310 CMR 7.24(6); or 

f.
violate any other provision of 310 CMR 7.24(6).

(g)
Department Adopted CARB Stage II System Executive Orders.

Number
Description

G-70-7-AD
Certification of the Hasstech Model VCP-2 and VCP 2A Phase II Vapor Recovery System.

G-70-14-AA
Recertification of Red Jacket Aspirator Assist Phase II Vapor Recovery System.

G-70-17-AD
Modification of Certification of the Emco Wheaton Balance Phase II Vapor Recovery System.

G-70-18-C
Modification of Certification of the Shell Model 75B1 and 75B1-R3 Service Station Phase II Vapor Recovery System.

G-70-23-AC
Recertification of the Exxon Balance Phase II Vapor Recovery System.

G-70-25-AA
Recertification of the Atlantic Richfield Balance Phase II Vapor Recovery System.

G-70-33-AB
Certification of the Modified Hirt VCS-200 Vacuum Assist Phase II Vapor Recovery System.

G-70-36-AD
Modification of Certification of the OPW Balance Phase II Vapor Recovery System.

G-70-37-B
Modification of the Certification of the Chevron Balance Phase II Vapor Recovery System with OPW nozzles for Service.

G-70-38-AB
Recertification of the Texaco Balance Phase II Vapor Recovery System.

G-70-48-AA
Recertification of the Mobil Oil Balance Phase II Vapor Recovery System.

G-70-49-AA
Recertification of the Union Balance Phase II Vapor Recovery System.

G-70-52-AM
Certification of Components for Red Jacket, Hirt and Balance Phase II Vapor Recovery System.

G-70-53-AA
Recertification of the Chevron Balance Phase II Vapor Recovery System.

G-70-70-AC
Certification of the Healy Phase II Vapor Recovery System of Service Stations.

G-70-77
Certification of the OPW Repair/Replacement Parts and Modification of the Certification of the OPW Balance Phase II Vapor Recovery System.

G-70-78
Certification of the E-Z Flo Nozzle Company Rebuilt Vapor Recovery Nozzles and Vapor Recovery Components.

G-70-101-B
Certification of the E-Z Flo Model 3006 and 3007 Vapor Recovery Nozzles and Use of E-Z Flo Components with OPW Models 11VC and 11 VE Vapor Recovery Nozzles.

G-70-107
Certification of Rainbow Petroleum Products Model RA3003, RA3005, RA3006 and RA3007 Vapor Recovery Nozzles and Vapor Recovery Components.

G-70-110
Certification of Stage I and II Vapor Recovery Systems for Methanol Fueling Facilities.

G-70-118-AB
Certification of Amoco V-1 Vapor Recovery System.

G-70-125-AA
Modification of the Certification of the Husky Model V Phase II Balance Vapor Recovery Nozzle.

G-70-127
Certification of the OPW Model 111-V Phase Vapor Recovery Nozzle.

G-70-134
Certification of the EZ Flo Rebuilt A-4000 Series and 11V-Series Vapor Recovery System.

G-70-139
Addition to the Certification of the Hirt Model VCS-200 Phase II Vapor Recovery System.

G-70-150-AE
Modification of the Certification of the Gilbarco VaporVac Phase II Vapor Recovery System.

G-70-153-AD
Modification to the Certification of the Dresser/Wayne WayneVac Phase II Vapor Recovery System.

G-70-154-AA
Modification to the Certification of the Tokheim MaxVac Phase II Vapor Recovery System.

G-70-159-AB
Modifiaction of the Certification of the Saber Nozzle for Use with the Gilbarco VaporVac Phase II Vapor Recovery System.

G-70-163-AA
Certification of the OPW VaporEZ Phase II Vapor Recovery System.

G-70-164-AA
Modification to the Certification of the Hasstech VCP-3A Vacuum Assist Phase II Vapor Recovery System.

G-70-165
Healy Vacuum Assist Phase II Vapor Recovery System.

G-70-169-AA
Modification to the Certification of the Franklin Electric INTELLIVAC Phase II Vapor Recovery System.

G-70-170
Certification of the EZ-flo Rebuilt 5005 and 5015 for use with the Balance Phase II Vapor Recovery System.

G-70-177
Certification of the VCS400-7 Vacuum Assist Phase II Vapor Recovery System.

G-70-179
Certification of the Catlow ICVN-V1 Vacuum Assist Phase II Vapor Recovery System.

G-70-180
Order Revoking Certification of the Healy Phase II Vapor Recovery Systems for Gasoline Dispensing Systems.

G-70-183
Certification of the Healy/Franklin Vacuum Assist Phase II Vapor Recovery System.

G-70-186
Certification of the Healy Model 400 ORVR Vapor Recovery System.

G-70-188
Certification of the Catlow ICVN Vapor Recovery Nozzle System for use with the Gilbarco VaporVac Vapor Recovery System.

G-70-191
Healy/Franklin VP-1000 Vapor Pump Phase II Vapor Recovery System(Healy ORVR Phase II Vapor Recovery System).

(h)
The provisions and requirements of 310 CMR 7.24 (6)(a) and (b) are subject to the enforcement provisions specified in 310 CMR 7.52.
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