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903 - ? ) FIRE PROTECTION SYSTEMS
- . 1 v N
RESIDENTIAL FIRE PROTECTION REQUIREMENTS
Use ‘Number | Unit,Occupgnt Other Occupant | Standby | Manual Zoned Provision for Fire
Group of Units Protection Protection Power | -Stations Department Notification .
R-3 lor2 Yes Note a. Yes N.A, N.A. " NA. -
" R-1 3t012 " Yes Yes -Yes | Yes NA. - " NA.
"R2 3612 Yes  Yes | Yes Yes NiA. N. A, -
R-1 13 or more . Yes Yes . - Yes “Yes Yes Yes
" R2 13 or more Yes .. "Yes - Yes Yes’ Yes Yes

Note a: ' Where commion areas -exist.




