Chapter 9
Proposed changes to the International Building Code 2009 (IBC) or
 8th edition MA amendments
916.1 General. Carbon monoxide protection shall be provided in accordance with all occupancies with sleeping arrangements, and shall meet the requirements of 527 CMR 31.00; Carbon Monoxide Alarms and 248 CMR as listed in Chapter 35, in addition to this Code. Carbon monoxide alarms, carbon monoxide detectors and combination smoke/carbon monoxide alarms and combination smoke/Carbon monoxide detectors described in section 916.1.1 through 916.1.4 shall be installed and maintained in accordance with the provision of this code, 527 CMR 31.00, 248 CMR, NFPA 72 and NFPS 720. 

