Chapter 9
Proposed changes to 8th edition MA amendments
CHAPTER 9: FIRE PROTECTION SYSTEMS
901.1 Add these notes:

Note 1. Throughout Chapter 9, when reference to the International Plumbing Code is made the user shall refer to 248 CMR 10.00: Uniform State Plumbing Code.

Note 2. Throughout Chapter 9, when reference to the International Fire Code is made the user shall:

a. Refer to 527 CMR, the Massachusetts Fire Prevention Regulations; or

b. Refer to the International Fire Code if the applicable requirements are not contained in 527 CMR; or

c. Contact the local fire official for the applicable requirements if not found in either 527 CMR or the International Fire Code.

Note 3. Throughout Chapter 9, when references to Chapter 27 and/or NFPA 70 are made, the user shall refer to 527 CMR 12.00: 2008 Massachusetts Electrical Code Amendments).

Note 4. Throughout Chapter 9, where reference is made to the terms “fire official”, “fire department”, “head of the fire department” or “fire code official”, such is to be construed as meaning the “local fire chief or his / her designee”.

Note 5. In subsections 904.2, 907.1.1, 909.7, 909.8, 909.9, 909.10, 909.18.8.3.1, 909.19, 909.19 Exception, and 910.4, the term “fire official” or “building official” is to be substituted with the terms “building official in consultation conjunction and cooperation with the fire official”. The fire official may appeal a building official action per Chapter 1. 
Note 6. In subsections 901.6.3 Exception and 909.20.6.3, the term “building official” is to be substituted with the term “building official and/or fire official”. 
Note 7. In subsection 903.1.1, the term “fire code official” is to be substituted with the term “building official and fire official”.
***

901.5 Revise to read as follows:
901.5Acceptance Tests. Fire protection systems shall be tested in accordance with the requirements of this code and NFPA Standards and approved testing criteria and operational sequence as submitted in section 901.2.1, Tier One, Item a. When required, the tests shall be conducted in the presence of the building official and/or fire official or an approved third party

inspection agent their designee. 
***

