
Next Generation 9-1-1 Emergency Communications System Request for Response 
                                                       March 18, 2014  
 

Notice to Bidders 
 

The RFR as issued on Wednesday, March 12, 2014 has been amended.    
 
The following sections have been amended.   

8.7.18 Digital Logging Recorders 

The system shall have two (2) interfaces to the Next Generation 911-capable DLRs furnished to 
PSAPs by the State 911 Department and currently in use at PSAPs.  The system shall integrate 
the existing DLRs into the LAN through an IP connection (and not through an analog 
connection).  The State 911 Department expects to add VoIP cards to the DLRs furnished by the 
State 911 Department and currently in use (through another procurement mechanism outside the 
scope of this RFR). The contractor shall provide a mounting solution adjacent to or within the 
same cabinet or rack that houses the Next Generation 911 CPE for the existing DLRs and for any 
and all new DLRs, whether supplied by the contractor at the request of the State 911 Department 
or otherwise. 

8.19.1 Electrical 

The third bullet has been modified to read: 

• Provide and maintain a thirty (30) minute uninterruptible power supply for all 
 equipment supplied at the PSAPs and for data centers and for all DLRs. A hard  
           bypass unit for maintenance/equipment failure is required.  Following contract     

award, the parties shall, by mutual agreement, determine the means and manner of 
installing the uninterruptible power supply so as to ensure that there is no 
interruption for the PSAP or data center.  Bidders shall describe in detail the UPS, 
including the size and weight of the UPS.  
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