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To: Interested Parties

From: Board of Fire Prevention Regulations

Date: June 5, 2014

RE: Interpretation 527 CMR 12

QUESTION: “For receptacle outlets subject to mandatory AFCI protection under current
requirements in the Massachusetts Electrical Code, does 406.4(D)(4) require receptacle replacements
in such location to have AFCI protection either inherently or on their supply side, and regardless of the
reason for the replacement or the previous status of AFCI protection?”

ANSWER: YES



